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CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION

APPLICABLE CONSTRUCTION CODES AND STANDARDS

BUILDING USE GROUP:

TYPE II-B UNPROTECTED SPRINKLERED

TYPE II-B UNPROTECTED SPRINKLERED

Exit enclosures and exit passage ways           Class B
Corridors                Class C
Rooms and enclosed spaces                             Class C

CHAPTER 6 - TYPES OF CONSTRUCTION

Structural Frame     = 1
Bearing Walls (E,I)    = 2

NONBEARING WALLS EXTERIOR = 2
NONBEARING WALLS INTERIOR = 0

Floor Construction   = 1
Roof Construction    = 1

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

Thermal & Sound Insulating Materials
To meet ASTM E84 or UL 723
FS<25
SD<450

CHAPTER 8 - INTERIOR FINISHES
Group - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY

Class A FS  0-25     SD 0-450
Class B FS  26-75     SD 0-450
Class C FS 76 - 200 SD 0-450

BUILDING AREA EXISTING BUILDING:
FIRST FLOOR
SECOND FLOOR
TOTAL

ADDITION:
FIRST FLOOR

TOTAL

CHAPTER 10 - MEANS OF EGRESS

OCCUPANT LOAD: (FINAL OCCUPANT LOAD TO BE PROVIDED BY TENANT)

CHAPTER 5 - GENERAL BUILDING HEIGHTS & AREA
CONSTRUCTION TYPE II-B UNPROTECTED SPRINKLERED/NFPA13
ALLOWABLE STORIES/HEIGHT: 4 STORIES-75'
PROPOSED STORIES/HEIGHT:2 STORIES -35'-0"
ALLOWABLE AREA:

TABULAR ALLOWABLE AREA: 69,000 SQ.FT. PER STORY
ALLOWABLE AREA INCREASE:

(69,000+(23,000x((1,203.5/1,203.5-.25)30
30)))

86,250 SQ.FT. PER FLOOR
PROPOSED AREA:

50,530 SQ.FT PER FLOOR

Automatic sprinkler system provided

CHAPTER9 - FIRE PROTECTION SYSTEM
Existing NFPA 13

BUILDING 2 INFORMATION

ILLUMINATION Min 1 fc measure along path @ floor level provided w/
emergency battery backup for a min of 90 minutes

EXIT SIGNS Approved readily visible continued illumination w/
battery backup for min of 90 minutes

EXIT TRAVEL DISTANCE ALLOWED 250 FT
PROPOSED: LESS THAN 250 FT., TO BE CONFIRMED WITH FUTURE TENANT

CORRIDORS 44" MIN REQUIRED
44" MIN PROVIDED

PLUMBING FIXTURE COUNT

TO BE PROVIDED BY FUTURE TENANT

Building: MBC 2015 (Michigan Building Code 2015)
Accessibility – ICC ANSI A117.1-2009

Plumbing: MPC 2015 (Michigan Plumbing Code 2015)

Mechanical: MMC 2015 (Michigan Mechanical Code 2015)

Electrical: NEC 2017 (State of Michigan Electrical Code) 2017 National Electrical Code with Part 8 Amendments

Fire Code: IFC 2015 (International Fire Code 2015), as referenced in the 2015 Michigan Building Code

Fire Suppression: NFPA 13 (2013)

Fire Alarm: NFPA 72 (2013)
Paint Booths: NFPA 17 (2013)
Kitchen Hoods: NFPA 17A (2013)

Energy Code: MBC 2015 (Michigan Building Code 2015) – Chapter 13 &
 MEC 2015 (Michigan Energy Code 2015) – Chapters 1 through 6 &
 Michigan Energy Code, Part 10a. Rules (ANSI/ASHRAE/IES Standard 90.1-2013)

29,880 SQ.FT.
20,700 SQ.FT.
50,580 SQ.FT.

20,650 SQ.FT.

71,500 SQ.FT.

MIXED USE NON SEPARATED
B - BUSINESS
F-2 FACTORY

CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION

APPLICABLE CONSTRUCTION CODES AND STANDARDS

BUILDING USE GROUP:

TYPE II-B UNPROTECTED SPRINKLERED

TYPE II-B PROTECTED SPRINKLERED

Exit enclosures and exit passage ways           Class B
Corridors                Class C
Rooms and enclosed spaces                             Class C

CHAPTER 6 - TYPES OF CONSTRUCTION

Structural Frame     = 1
Bearing Walls (E,I)    = 2

NONBEARING WALLS EXTERIOR = 2
NONBEARING WALLS INTERIOR = 0

Floor Construction   = 1
Roof Construction    = 1

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

Thermal & Sound Insulating Materials
To meet ASTM E84 or UL 723
FS<25
SD<450

CHAPTER 8 - INTERIOR FINISHES
Group - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY

Class A FS  0-25     SD 0-450
Class B FS  26-75    SD 0-450
Class C FS 76 - 200 SD 0-450

BUILDING AREA

FIRST FLOOR
SECOND FLOOR
TOTAL

CHAPTER 10 - MEANS OF EGRESS

FLOOR USE AREA
LOAD FACTOR
SQ.FT. / PER

SUB
TOTAL

TOTAL

OCCUPANT LOAD: (FINAL OCCUPANT LOAD TO BE PROVIDED BY TENANT)

BUSINESS 14,400 SQ.FT. 100 SQ.FT. GROSS/ PERSON 144

TOTAL 318

CHAPTER 5 - GENERAL BUILDING HEIGHTS & AREA

Automatic sprinkler system provided

CHAPTER9 - FIRE PROTECTION SYSTEM
NFPA 13

BUILDING 3 INFORMATION

EGRESS WIDTH

ILLUMINATION Min 1 fc measure along path @ floor level provided w/
emergency battery backup for a min of 90 minutes

EXIT SIGNS Approved readily visible continued illumination w/
battery backup for min of 90 minutes

EXIT TRAVEL DISTANCE ALLOWED 250 FT
PROPOSED: LESS THAN 250 FT., TO BE CONFIRMED WITH FUTURE TENANT

CORRIDORS 44" MIN REQUIRED
44" MIN PROVIDED

PLUMBING FIXTURE COUNT

TO BE PROVIDED BY FUTURE TENANT

USE GROUP - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY
EGRESS WIDTH (PER 1005.1) .2 x 318=63.6"
180" MIN PROVIDED

Building: MBC 2015 (Michigan Building Code 2015)
Accessibility – ICC ANSI A117.1-2009

Plumbing: MPC 2015 (Michigan Plumbing Code 2015)

Mechanical: MMC 2015 (Michigan Mechanical Code 2015)

Electrical: NEC 2017 (State of Michigan Electrical Code) 2017 National Electrical Code with Part 8 Amendments

Fire Code: IFC 2015 (International Fire Code 2015), as referenced in the 2015 Michigan Building Code

Fire Suppression: NFPA 13 (2013)

Fire Alarm: NFPA 72 (2013)
Paint Booths: NFPA 17 (2013)
Kitchen Hoods: NFPA 17A (2013)

Energy Code: MBC 2015 (Michigan Building Code 2015) – Chapter 13 &
 MEC 2015 (Michigan Energy Code 2015) – Chapters 1 through 6 &
 Michigan Energy Code, Part 10a. Rules (ANSI/ASHRAE/IES Standard 90.1-2013)

34,500 SQ.FT.
18,020 SQ.FT.
52,520 SQ.FT.

MIXED USE NON SEPARATED
B - BUSINESS
F-2 FACTORY

BUSINESS 14,400 SQ.FT. 100 SQ.FT. GROSS/ PERSON 144

WAREHOUSE 14,800 SQ.FT. 500 SQ.FT. GROSS/ PERSON 30

FIRST

FIRST

SECOND

FLOOR USE AREA
LOAD FACTOR
SQ.FT. / PER

SUB
TOTAL

TOTAL

OCCUPANT LOAD: (FINAL OCCUPANT LOAD TO BE PROVIDED BY TENANT)

BUSINESS 16,560 SQ.FT. 100 SQ.FT. GROSS/ PERSON 166

TOTAL 380

EGRESS WIDTH USE GROUP - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY
EGRESS WIDTH (PER 1005.1) .2 x 380=76"
216" MIN PROVIDED

BUSINESS 16,560 SQ.FT. 100 SQ.FT. GROSS/ PERSON 166

WAREHOUSE 24,000SQ.FT. 500 SQ.FT. GROSS/ PERSON 48

FIRST

FIRST

SECOND

CONSTRUCTION TYPE II-B UNPROTECTED SPRINKLERED/NFPA13
ALLOWABLE STORIES/HEIGHT: 4 STORIES-75'
PROPOSED STORIES/HEIGHT:2 STORIES -35'-0"
ALLOWABLE AREA:

TABULAR ALLOWABLE AREA: 69,000 SQ.FT. PER STORY
ALLOWABLE AREA INCREASE:

(69,000+(23,000x((1,203.5/1,203.5-.25)30
30)))

86,250 SQ.FT. PER FLOOR
PROPOSED AREA:

34,500 SQ.FT PER FLOOR

CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION

APPLICABLE CONSTRUCTION CODES AND STANDARDS

BUILDING USE GROUP:

TYPE II-B UNPROTECTED SPRINKLERED

TYPE II-B PROTECTED SPRINKLERED

Exit enclosures and exit passage ways           Class B
Corridors                Class C
Rooms and enclosed spaces                             Class C

CHAPTER 6 - TYPES OF CONSTRUCTION

Structural Frame     = 1
Bearing Walls (E,I)    = 2

NONBEARING WALLS EXTERIOR = 2
NONBEARING WALLS INTERIOR = 0

Floor Construction   = 1
Roof Construction    = 1

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

Thermal & Sound Insulating Materials
To meet ASTM E84 or UL 723
FS<25
SD<450

CHAPTER 8 - INTERIOR FINISHES
Group - B - BUSINESS

Class A FS  0-25     SD 0-450
Class B FS  26-75     SD 0-450
Class C FS 76 - 200 SD 0-450

BUILDING AREA

FIRST FLOOR
SECOND FLOOR
TOTAL

CHAPTER 10 - MEANS OF EGRESS

FLOOR USE AREA
LOAD FACTOR
SQ.FT. / PER

SUB
TOTAL

TOTAL

OCCUPANT LOAD: (FINAL OCCUPANT LOAD TO BE PROVIDED BY TENANT)

BUSINESS 6,400 SQ.FT. 100 SQ.FT. GROSS/ PERSON 64

TOTAL 128

CHAPTER 5 - GENERAL BUILDING HEIGHTS & AREA

Automatic sprinkler system provided

CHAPTER9 - FIRE PROTECTION SYSTEM
NFPA 13

BUILDING 4 INFORMATION

EGRESS WIDTH

ILLUMINATION Min 1 fc measure along path @ floor level provided w/
emergency battery backup for a min of 90 minutes

EXIT SIGNS Approved readily visible continued illumination w/
battery backup for min of 90 minutes

EXIT TRAVEL DISTANCE ALLOWED 250 FT
PROPOSED: LESS THAN 250 FT., TO BE CONFIRMED WITH FUTURE TENANT

CORRIDORS 44" MIN REQUIRED
44" MIN PROVIDED

PLUMBING FIXTURE COUNT

TO BE PROVIDED BY FUTURE TENANT

USE GROUP - B - BUSINESS
EGRESS WIDTH (PER 1005.1) .2 x 128=25.6"
144" MIN PROVIDED

Building: MBC 2015 (Michigan Building Code 2015)
Accessibility – ICC ANSI A117.1-2009

Plumbing: MPC 2015 (Michigan Plumbing Code 2015)

Mechanical: MMC 2015 (Michigan Mechanical Code 2015)

Electrical: NEC 2017 (State of Michigan Electrical Code) 2017 National Electrical Code with Part 8 Amendments

Fire Code: IFC 2015 (International Fire Code 2015), as referenced in the 2015 Michigan Building Code

Fire Suppression: NFPA 13 (2013)

Fire Alarm: NFPA 72 (2013)
Paint Booths: NFPA 17 (2013)
Kitchen Hoods: NFPA 17A (2013)

Energy Code: MBC 2015 (Michigan Building Code 2015) – Chapter 13 &
 MEC 2015 (Michigan Energy Code 2015) – Chapters 1 through 6 &
 Michigan Energy Code, Part 10a. Rules (ANSI/ASHRAE/IES Standard 90.1-2013)

8,000 SQ.FT.
8,000 SQ.FT.
16,000 SQ.FT.

B - BUSINESS

BUSINESS 6,400 SQ.FT. 100 SQ.FT. GROSS/ PERSON 64

FIRST

SECOND

CONSTRUCTION TYPE II-B UNPROTECTED SPRINKLERED/NFPA13
ALLOWABLE STORIES/HEIGHT: 4 STORIES-75'
PROPOSED STORIES/HEIGHT:2 STORIES -35'-0"
ALLOWABLE AREA:

TABULAR ALLOWABLE AREA: 69,000 SQ.FT. PER STORY
ALLOWABLE AREA INCREASE:

PROPOSED AREA:
8,000 SQ.FT PER FLOOR

CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION

APPLICABLE CONSTRUCTION CODES AND STANDARDS

BUILDING USE GROUP:

TYPE II-B UNPROTECTED SPRINKLERED

TYPE II-B PROTECTED SPRINKLERED

Exit enclosures and exit passage ways           Class B
Corridors                Class C
Rooms and enclosed spaces                             Class C

CHAPTER 6 - TYPES OF CONSTRUCTION

Structural Frame     = 1
Bearing Walls (E,I)    = 2

NONBEARING WALLS EXTERIOR = 2
NONBEARING WALLS INTERIOR = 0

Floor Construction   = 1
Roof Construction    = 1

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

Thermal & Sound Insulating Materials
To meet ASTM E84 or UL 723
FS<25
SD<450

CHAPTER 8 - INTERIOR FINISHES
Group - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY

Class A FS  0-25     SD 0-450
Class B FS  26-75     SD 0-450
Class C FS 76 - 200 SD 0-450

BUILDING AREA

FIRST FLOOR
SECOND FLOOR
TOTAL

CHAPTER 10 - MEANS OF EGRESS

FLOOR USE AREA
LOAD FACTOR
SQ.FT. / PER

SUB
TOTAL

TOTAL

OCCUPANT LOAD: (FINAL OCCUPANT LOAD TO BE PROVIDED BY TENANT)

BUSINESS 19,000 SQ.FT. 100 SQ.FT. GROSS/ PERSON 190

TOTAL 406

CHAPTER 5 - GENERAL BUILDING HEIGHTS & AREA

Automatic sprinkler system provided

CHAPTER9 - FIRE PROTECTION SYSTEM
NFPA 13

BUILDING 5 INFORMATION

EGRESS WIDTH

ILLUMINATION Min 1 fc measure along path @ floor level provided w/
emergency battery backup for a min of 90 minutes

EXIT SIGNS Approved readily visible continued illumination w/
battery backup for min of 90 minutes

EXIT TRAVEL DISTANCE ALLOWED 250 FT
PROPOSED: LESS THAN 250 FT., TO BE CONFIRMED WITH FUTURE TENANT

CORRIDORS 44" MIN REQUIRED
44" MIN PROVIDED

PLUMBING FIXTURE COUNT

TO BE PROVIDED BY FUTURE TENANT

USE GROUP - MIXED USE NON SEPARATED, B - BUSINESS, F-2 FACTORY
EGRESS WIDTH (PER 1005.1) .2 x 406=81.2"
180" MIN PROVIDED

Building: MBC 2015 (Michigan Building Code 2015)
Accessibility – ICC ANSI A117.1-2009

Plumbing: MPC 2015 (Michigan Plumbing Code 2015)

Mechanical: MMC 2015 (Michigan Mechanical Code 2015)

Electrical: NEC 2017 (State of Michigan Electrical Code) 2017 National Electrical Code with Part 8 Amendments

Fire Code: IFC 2015 (International Fire Code 2015), as referenced in the 2015 Michigan Building Code

Fire Suppression: NFPA 13 (2013)

Fire Alarm: NFPA 72 (2013)
Paint Booths: NFPA 17 (2013)
Kitchen Hoods: NFPA 17A (2013)

Energy Code: MBC 2015 (Michigan Building Code 2015) – Chapter 13 &
 MEC 2015 (Michigan Energy Code 2015) – Chapters 1 through 6 &
 Michigan Energy Code, Part 10a. Rules (ANSI/ASHRAE/IES Standard 90.1-2013)

38,245 SQ.FT.
23,795 SQ.FT.
62,040 SQ.FT.

MIXED USE NON SEPARATED
B - BUSINESS
F-2 FACTORY

BUSINESS 19,000 SQ.FT. 100 SQ.FT. GROSS/ PERSON 190

WAREHOUSE 13,000 SQ.FT. 500 SQ.FT. GROSS/ PERSON 26

FIRST

FIRST

SECOND

CONSTRUCTION TYPE II-B UNPROTECTED SPRINKLERED/NFPA13
ALLOWABLE STORIES/HEIGHT: 4 STORIES-75'
PROPOSED STORIES/HEIGHT:2 STORIES -35'-0"
ALLOWABLE AREA:

TABULAR ALLOWABLE AREA: 69,000 SQ.FT. PER STORY
ALLOWABLE AREA INCREASE:

(69,000+(23,000x((1,203.5/1,203.5-.25)30
30)))

86,250 SQ.FT. PER FLOOR
PROPOSED AREA:

38,245 SQ.FT PER FLOOR
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CITY FILE #18-021 Section #21
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Overall Site Plan

BUILDING 4
16,000 SF
Two Story

Proposed Office

8,000 SF Footprint

Construction Type
IIB
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Parcel I.D.           15-21-276-013

SITE DATA

Parcel Area       25.04 Acres (1,090,802 Sq. Ft.)

  Regulation    Information

Zoning                Regional Employment Center Workplace District (REC-W)

Address       1400 South Livernois Road, Rochester Hills, MI

Regulation Required Provided

Setbacks

Minimum Front Yard Setback 10.0 ' 39.3 '

Minimum Side Yard Setback 25.0 ' 33.1 '

Minimum Rear Yard Setback 30.0 ' 39.7 '

Minimum Front Parking Setback 10.0 ' 28.1 '

Minimum Building Parking Setback 5.0 '  7.0 '

Maximum Building Height 42.0 ' 42.0 ' Max.

Building Coverage N/A 26.2% (285,791 SF)

Green Space Coverage N/A 33.2% (361,803 SF)

Impervious Coverage N/A 40.6% (443,208 SF)

ZONING SCHEDULE OF REGULATIONS (REC-W)

REC-W Proposed PUD Provided

High Bay High Bay

1 Space per 1,700 SF (warehouse) 1 Space per 2,500 SF

(148,760 SF) (1 / 1,700 SF) = 88 Spaces (148,760 SF) (1 / 2,500 SF) = 60 Spaces

Office Office

1 Space per 350 SF 1 Space per 475 SF

(270,440 SF) (1 / 350 SF) = 773 Spaces (270,440 SF) (1 / 475 SF) = 570 Spaces

Total Required:  861 Spaces Total Required:  630 Spaces Total Provided: 605 Spaces

(including 18 ADA Barrier Free Spaces)

90° Parking 10 ' x 18 ' w/ 24 ' Aisle Min. 10 ' x 18 ' w/ 24 ' Aisle Min.

10 ' x 18 ' w/ 24 ' Aisle

Parallel Parking 8 ' x 22 ' w/ 12 ' Aisle Min. 8 ' x 22 ' w/ 12 ' Aisle Min.

8 ' x 22 ' w/ 12 ' Aisle

PROPOSED CURB AND GUTTER

EXISTING BUILDING (HIGH BAY)

PROPOSED CONCRETE

PROPOSED RETAINING WALL

PROPOSED BUILDING DOORS

PROPERTY LINE

EXISTING BUILDING (OFFICE)

PROPOSED BUILDING (HIGH BAY)

PROPOSED BUILDING (OFFICE)

PROPOSED LIGHT POLES

PROPOSED BUILDING WALLPACK LIGHT

PARKING DETAIL

Building Height Use Gross Sq. Ft.

1  V.I.F.
Office 129,410 Sq. Ft.

High Bay 88,000 Sq. Ft.

2 42' Max.
Office 41,400 Sq. Ft.

High Bay 29,830 Sq. Ft.

3 42' Max.
Office 32,097 Sq. Ft.

High Bay 15,472 Sq. Ft.

4 42' Max. Professional Office 16,000 Sq. Ft.

5 42' Max.
Office 47,590 Sq. Ft.

High Bay 14,450 Sq. Ft.

Total Office Area:

Professional Office 16,000 Sq. Ft.

 Office 250,497 Sq. Ft.

Total Office Area 266,497 Sq. Ft.

Total High Bay Area: 147,752 Sq. Ft.

Total Building Area: 414,249 Sq. Ft.

BUILDING DATA

FIRE DEPARTMENT NOTES

1. A Knox key system shall be installed, in a location approved by the Fire Code Official for each
building. Ordering information is available from the Knox Company at knoxbox.com

2. Fire lanes shall be designated by the Fire Code Official, and shall be conspicuously posted to both
sides of the fire lane, with fire lane signs, spaced not more than 100 feet apart. Fire lane signs shall
read "No Stopping, Standing, Parking, Fire Lane", and shall conform to the Michigan Manual of
Uniform Traffic Control Devices.

FIRE PREVENTION ORDINANCE Chapter 58, Sec. 503

3. Construction sites shall be safeguarded in accordance with IFC 2006 Chapter 14.
4. Minimum Fire Lane Width = 26.0 '
5. Open burning is not permitted including the burning of trash, debris, or land clearing materials. Open

burning for warming of sand and/or water for the preparation of mortar shall be within the City of
Rochester Hills Burn Permit Guidelines.

6. Exit doors shall remain free of obstruction at all times. Guard posts will be provided for doors opening
onto drives and parking areas.

7. A white/clear strobe light shall be provided over each Fire Department Connection that is tied into the
fire alarm system.

8. All food trucks are required to be provided with fire protection and cooking exhaust hoods as per the
requirements of the International Fire Code, 2018 Edition, Section 319.

FIRE PREVENTION ORDINANCE chapter 58, Sec. 307.6.2 & 307.6.2.3

NOTES
1. All signs to meet Section 138-8.603 and Chapter 134 of City Code of Ordinances and be approved by Building

Department.
2. Use MDOT R-28 series, sidewalk ramp and detectable warning details for sidewalk rams and detectable warning strips.
3. Maintain 10-foot horizontal separation between all underground utilities throughout.
4. Livernois Road is under the jurisdiction of RCOC Jurisdiction.
5. All heating, ventilation and air conditioning mechanical equipment located on the exterior of the building shall be

screened from adjacent streets and properties.
6. RCOC Approval will be required for ROW work within Livernois Road, Traffic Signal Modifications, and Traffic Impact

Study.
7. A City ROW use permit is required for work along Horizon Court and the proposed pathway work.
8. Phasing information: the connection to Horizon Court is to be  completed first along with all landscape that will be

unaffected by building construction. Buildings are to be completed as per tenant demand.
9. Roads under city jurisdiction are to utilize the standard Green name sign per city standards. The private portion of the

roads are to be identified with Blue street name signs.
10. Should EEI Global or the City of Rochester Hills Fire Department deem it necessary to modify the existing gate or other

measures (i.e. signage) between the two properties, the associated costs would be borne by the developer
11. (5) parking spaces marked available for public trail use (location noted on site plan)
12. No trailers to be parked by road
13. Initial phase to include road and major utilities
14. Proposed site improvements are not closer to the property line than the current pavement edge

REFER TO  SHEET S102

REFER TO  SHEET S101

SEE SHEETS S101 AND S102 FOR
ENLARGED SITE PLAN.

BUILDING 2 EXPANSION

20,650 SF

Proposed One Story H
igh Bay:

Construction Type IIB

ROCHESTER HILLS
CITY FILE #18-021 Section #21

BUILDING 1
217,410 Total SF

One Story Existing High Bay:

88,000 GF

Two Story Existing Office:

129,410 GF

152,705 Total SF Footprint

Construction Type IIB

BUILDING 2
50,580 Total SF

One Story Proposed High Bay:
9,180 SF

Two Story Proposed Office:
41,400 SF

29,880 Total SF Footprint
Construction Type IIB

BUILDING 3
47,569 Total GSF

One Story Proposed High Bay:

15,472 SF

Two Story Proposed Office:

32,097 SF

34,500 Total SF Footprint

Construction Type IIB

BUILDING 5
62,040 Total SF

One Story Proposed High Bay:
14,450 SF

Two Story Proposed Office:
47,590 SF

38,245 Total SF Footprint
Construction Type IIB

LEGEND

HORIZON CIR.
(PUBLIC ROAD)

NOTE: ANY LOADING FOR BUILDING 4 TO BE PROVIDED IN ONE PARKING SPACE

DREXELGATE PARKWAY

(PUBLIC ROAD)

ROCHESTER IN
DUSTRIAL DRIVE

PROP. TEMPORARY
OUTDOOR STORAGE AREA
FOR ENCLOSED TRAILERS

PROP. STRIPED
WALKWAY

EX. BUILDING
ACCESS

SCALE: 40' = 1"2
Temporary Outdoor Storage Area

NORTH

PR. RIGHT-OF-WAY. EX.
RIGHT-OF-WAY TO BE

VACATED BY CITY.

PUD Review #3 07.26.19

PUD Review #4 10.07.19

PUD Review #5 11.25.19

H
O

R
IZ

O
N

 C
IR

.
(P

R
IV

A
TE

 R
O

A
D

)

HORIZON CIR.

(PRIVATE ROAD)

HATCHED AREA TO BE
CONSTRUCTED AS PUBLIC ROAD

WITH PUD PROJECT PER
INDUSTRIAL ROAD CROSS

SECTION STANDARD BY THE CITY
OF ROCHESTER HILLS.

PUD Review #6 1.9.2020

PUD Review #7 03.11.20
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REFER TO  SHEET S102

LEGEND

PROPOSED CURB AND GUTTER

EXISTING BUILDING (WAREHOUSE)

PROPOSED CONCRETE

PROPOSED RETAINING WALL

PROPOSED BUILDING DOORS

PROPERTY LINE

EXISTING BUILDING (OFFICE)

PROPOSED BUILDING (WAREHOUSE)

PROPOSED BUILDING (OFFICE)

PROPOSED AREA LIGHTS

PROPOSED BUILDING MOUNTED LIGHTS

ROCHESTER HILLS
CITY FILE #18-021 Section #21

BUILDING 4
Two Story

Proposed Office

8,000 SF Footprint

(16,000 GSF)

BUILDING 1
One Story Existing High Bay:

88,000 SF Footprint (88,000 GSF)

Two Story Existing Office:

64,705 SF Footprint (129,410 GSF)

217,410 Total GSF

152,705 Total SF Footprint

BUILDING 5
One Story Proposed High Bay:

14,450 SF Footprint (14,450 GSF)
Two Story Proposed Office:

23,795 SF Footprint (47,590 GSF)
62,040 Total GSF

38,245 Total SF Footprint

EX. FDC

PROP. SIDEWALK CONNECTION
TO EX. SIDEWALK

EXISTING ENTRANCE
TO BUILDING 1

PROP. TEMPORARY
OUTDOOR STORAGE AREA
FOR ENCLOSED TRAILERS

EX. LOADING RAMP
AND DOCK AREA

PROP. SIDEWALK CONNECTION
TO EX. SIDEWALK

PROP. CONCRETE CURB
AND GUTTER

PROP. BOULEVARD
DRIVEWAY

PROP. SIGN

PROP. TRASH
ENCLOSURE

PROP. 5 FT
CONCRETE WALKWAY

PROP. CONNECTION
TO EX. TRAIL
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 R

IV
ER

 T
RA

IL

PROP. OVERHEAD DOORS
FOR TRUCK ACCESS

PROP.
RETAINING WALL

PROP. CONNECTION TO EX.
CONCRETE CURB AND GUTTER

LAWN

LAWN

PROP. ADA PARKING
AREA (4 SPACES)

PROP. LOADING AREA (3
LOADING SPACES)

EX. TRAFFIC SIGNALS ABOVE
INTERSECTION TO REMAIN

SIGHT DISTANCE
TRIANGLE FOR ROADWAYS

SIGHT DISTANCE
TRIANGLE FOR PATHWAYS

PROP. HYDRANT

PROP.
HYDRANT

PROP. CATCH
BASIN

PROP.
HYDRANT

EX.
HYDRANT

PROP.
FDC

25 FT CORNER
CLEARANCE

15 FT CORNER
CLEARANCE

DREXELGATE PARKWAY

EX. PEDESTRIAN
TRAFFIC SIGNAL HEAD

EX. PEDESTRIAN TRAFFIC SIGNAL PUSH BUTTON TO BE
UPGRADED PER CITY OF ROCHESTER HILLS STANDARDS

EX. ROAD MARKINGS

RELOCATED.
HYDRANT

PROP. ABOVEGROUND
DETENTION BASIN

EX. PEDESTRIAN TRAFFIC
SIGNAL PUSH BUTTON

EX. PEDESTRIAN TRAFFIC SIGNAL HEAD ON POLE TO BE
UPGRADED PER CITY OF ROCHESTER HILLS STANDARDS

PUD Review #3 07.26.19

PR. UPGRADED PEDESTRIAN TRAFFIC SIGNAL
PUSH BUTTON AND SIGNAL HEAD PER CITY OF
ROCHESTER HILLS STANDARDS

PUD Review #4 10.07.19

PUD Review #5 11.25.19
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BUILDING 3
One Story Proposed High Bay:
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47,569 Total GSF
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BUILDING 5
One Story Proposed High Bay:

14,450 SF Footprint (14,450 GSF)
Two Story Proposed Office:

23,795 SF Footprint (47,590 GSF)
62,040 Total GSF

38,245 Total SF Footprint
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