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SCALE 1" = 20'-0"
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Summary

1 of 1

Statistics

Description Symbol Min Max/Min Max Avg/Min Avg

Parking and
Drive 0.6 fc 9.8:1 5.9 fc 4.5:1 2.7 fc

Property Line 0.0 fc N/A 0.2 fc N/A 0.0 fc
Side Walk 0.2 fc 50.0:1 10.0 fc 17.0:1 3.4 fc

Schedule

Symbol Label Quantity Manufactur
er

Catalog
Number Description Number

Lamps
Light Loss

Factor Wattage

A

7 BEGA-US 88 659 CAST ALUMINUM
HOUSING, FORMED
SEMI-SPECULAR
ALUMINUM
REFLECTORS, CLEAR
PATTERNED GLASS
ENCLOSURE.

1 0.8 16

B

3 EATON -
McGRAW-
EDISON

GLEON-AF-
02-LED-E1-
T4FT

GALLEON AREA AND
ROADWAY
LUMINAIRE (2) 70
CRI, 4000K, 1050mA
LIGHTSQUARES
WITH 16 LEDS EACH
AND TYPE IV
FORWARD THROW
OPTICS Retail,
Roadway, Sidewalk,
Site, Street,
Substation, Security,
Corrosion Resistant,
Vandal Resistant,
Wet Location

32 0.85 113

Luminaire
Locations

No. Label MH Tilt

2 A 3.35 0.00
14 A 3.35 0.00
15 A 3.35 0.00
16 A 3.35 0.00
17 A 3.35 0.00
18 A 3.35 0.00
19 A 3.35 0.00
4 B 15.00 0.00
6 B 15.00 0.00
7 B 15.00 0.00
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NOTE: LANDSCAPE IRRIGATION HEADS CANNOT BROADCAST 
SPRAY ONTO CITY PATHWAY

             

375 sq. ft area min.

Thomas Affeldt

Thomas Affeldt
Thirty-five (35) replacement trees to be provided consisting of two inch (2”) cal. deciduous tree 
and / or eight foot (8’) ht. evergreen trees

Payment to be made into the City of Rochester Hills Tree Fund for $7,192.50 (35 times $205.50 per replacement tree

Thomas Affeldt

Thomas Affeldt

Thomas Affeldt
35

Thomas Affeldt
$7,192.50

Thomas Affeldt

Thomas Affeldt
$28,762.50





Thomas Affeldt

Thomas Affeldt
Parcel ‘B’ 
Total No. of Trees: 62
Total No. of Poor, V. Poor, & Dead Trees: 27
Total No. of Regulated Trees: 35
Total No. of Regulated Trees Removed: 4
Total No. of Regulated Trees Saved: 31
Percentage of Trees Saved: 89%

Thomas Affeldt
Thirty-five (35) replacement trees to be provided consisting of two inch (2”) cal. deciduous tree and / or eight foot (8’) ht. evergreen trees

Thomas Affeldt

Thomas Affeldt
Total No. of Trees Surveyed: 140
Total No. of Trees on Parcel ‘A’ and Parcel ‘B’ minus off-site trees: 136

Parcel ‘A’ 
Total No. of Trees: 74
Total No. of Poor, V. Poor, & Dead Trees: 28
Total No. of Regulated Trees: 46
Total No. of Regulated Trees Removed: 31
Total No. of Regulated Trees Saved: 15
Percentage of Trees Saved: 33%  

Thirty-five (35) replacement trees to be provided consisting of two inch (2”) caliper deciduous tree and/or eight foot (8’) height evergreen trees  
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GYPSUM BOARD (REFER TO FINISH SCHEDULE)

SWITCH, 3-WAY SWITCH, DIMMABLE SWITCH—

SMOKE ALARM

WIFI ROUTER (BY OWNER)—

DATA JACK

—

—

—

—

EXHAUST FAN

—

— RECEPTACLE - FLOOR BOX

RECEPTACLE, GFI & DEDICATED AS REQ’D

—

ELECTRICAL PANEL

—

THERMOSTAT

$ DIM$ $3

S

HM STELLA LOUNGE CHAIR HM NELSON PLATFORM BENCHEAMES PLASTIC SIDE CHAIRHM SETU CHAIR

EAMES ALUMINUM GROUP

HM SAYL CHAIR

T

PREP SINK

3 BASIN SINK W/
DRAINBOARDS

HANDSINK

3-BASIN SINK

KITCHEN

5 KILO
ROASTER

CONVECTION
OVEN

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF
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MTG. HEIGHT TO BE CONFIRMED W/ OWNERMCDOUGALL ENTRANCE
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PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

SYMBOL

A

F

H

PROPOSED PROPERTY LINE      N89°40'00"E     180.00'

J

K EXIT LIGHT

HINKLEY LIGHTING 1530 SPOTLIGHT

TECH LIGHTING BOWMAN 6 WALL LIGHT

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT

METALUX SNF SERIES STRIP LIGHT

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

PHILIPS LYTE PROFILE LED PLi-1429DU
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)
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LOCATION

101, 101A, 101B

–

PROPERTY LINE      S89°40'44"W     240.84'(M)

SPECULAR REFLECTOR

A19 LED BULB 40W

RAINGARDEN
REF. CIVIL DRAWINGS

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

–

PROPOSED 3-PHASE POWER

UNDERGROUND LINE LOCATION

–
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ACCESS PANEL
WALL MOUNTED
LAVATORY/SINK

DENOTE REQUIRED
CLEARANCES.

DASHED LINES

FIN.FLR.LINE

URINAL

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.  
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

SPOUT HEIGHTS
DRINKING FOUNTAIN

FIN.FLR.LINE

ACCESS PANEL
TOILET STALL

HINGED PANEL
16" X 16"
U.N.O.

FIN.FLR.LINE

AT SIDE WALL
GRAB BAR

FIN.FLR.LINE

MOUNTING SCHEDULE

TOILET ROOM ACCESSORIES

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT SIDE WALL

FIN.FLR.LINE

PAPER TOWEL DISPENSER
AND WASTE RECPT.

FIN.FLR.LINE

W.C. & GRAB BAR
AT REAR WALL

SIDE
TRANSFER

FIN.FLR.LINE

TOILET TISSUE DISPENSER
AT SIDE WALL

(BELOW GRAB BAR)

(if wall hung used)

shall face wide
side of stall

Flush valve

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

AT GRAB BAR
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

SOAP DISPENSER
WALL  MOUNTED
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GYPSUM BOARD (REFER TO FINISH SCHEDULE)

SWITCH, 3-WAY SWITCH, DIMMABLE SWITCH—

SMOKE ALARM

WIFI ROUTER (BY OWNER)—

DATA JACK

—

—

—

—

EXHAUST FAN

—

— RECEPTACLE - FLOOR BOX

RECEPTACLE, GFI & DEDICATED AS REQ’D

—

ELECTRICAL PANEL
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THERMOSTAT
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HM STELLA LOUNGE CHAIR HM NELSON PLATFORM BENCHEAMES PLASTIC SIDE CHAIRHM SETU CHAIR

EAMES ALUMINUM GROUP
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PREP SINK

3 BASIN SINK W/
DRAINBOARDS

HANDSINK
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TALL FRIDGE
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FISHER & PAYKEL RF170ADUSX4 
FRENCH DOOR

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF
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ACCESS PANEL
WALL MOUNTED
LAVATORY/SINK

DENOTE REQUIRED
CLEARANCES.

DASHED LINES

FIN.FLR.LINE

URINAL

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

SPOUT HEIGHTS
DRINKING FOUNTAIN

FIN.FLR.LINE

ACCESS PANEL
TOILET STALL

HINGED PANEL
16" X 16"
U.N.O.

FIN.FLR.LINE

AT SIDE WALL
GRAB BAR

FIN.FLR.LINE

MOUNTING SCHEDULE

TOILET ROOM ACCESSORIES

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT SIDE WALL

FIN.FLR.LINE

PAPER TOWEL DISPENSER
AND WASTE RECPT.

FIN.FLR.LINE

W.C. & GRAB BAR
AT REAR WALL

SIDE
TRANSFER

FIN.FLR.LINE

TOILET TISSUE DISPENSER
AT SIDE WALL

(BELOW GRAB BAR)

(if wall hung used)

shall face wide
side of stall

Flush valve

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

AT GRAB BAR
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

SOAP DISPENSER
WALL  MOUNTED

FIN.FLR.LINE

U.N.O.

HINGED PANEL
24" X 24"

UNDER LAVATORY

5
A201

ARCHITECTURAL SITE PLAN

2
LAND DIVISION
SCALE: 1” = 50’-0”

1

PARCEL ‘B’ CREATED BY FUTURE LAND DIVISION
FUTURE DEVELOPMENT

SCALE: 1” = 25’-0”

EXPOSED AGGREGATE
CONCRETE WALKWAYS

NEW DTE UTILITY POLE
POTENTIAL LOCATION.
3-PHASE POWER FROM ACROSS
SOUTH LIVERNOIS

KEY NOTES

PROPOSED ON-SITE FIRE HYDRANT LOCATION

PROPOSED LOCATION OF
BICYCLE PARKING RACKS

N

KEY NOTES

EXTERIOR CONDENSERS

SINGLE PHASE, PAD MOUNTED
TRANSFOMER AND CONCRETE PAD
TO FEED 1921 S. LIVERNOIS

DELIVERY/LOADING ZONE NOTE:

EXISTING SINGLE-PHASE OVERHEAD
POWER LINES TO BE REMOVED IN
COORDINATION WITH DTE AND OWNER
OF 1921 S. LIVERNOIS STREET

PROPOSED PUBLIC SEWER
EXTENSION.

ADA ACCESSIBLE
CURB CUT ON ACCESSIBLE ROUTE
FROM PARKING LOT TO BUILDING

DASHED LINE INDICATES 40’ X 26’
CLEAR SPACE AREA AT HYDRANT, TYP.

BURNISHED BLOCK SURROUND WITH
METAL FRAME & FIBER CEMENT SLAT
DOORS

ASPHALT PARKING SURFACE

13’-6” LIGHT POLE AND ARM MOUNTED
LUMINAIRE, ON 24” Ø REINFORCED
CONCRETE BASE, 15’ HIGH MAX.

EXTERIOR LANDSCAPE
BUSINESS SIGN

NOTE: ALL SIGNS MUST MEET CHAPTER 134
OF THE CITY CODE OF ORDINANCES AND BE
APPROVED UNDER A SEPARATE PERMIT ISSUED
BY THE BUILDING DEPARTMENT

BOARD FORMED, STAINED CONCRETE
LANDSCAPE SCREENING WALL

1. CONTRACTOR SHALL VERIFY EXACT LOCATIONS OF ALL PROPERTY
LINES, EASEMENTS, SETBACKS, & UTILITIES PRIOR TO PERFORMING ANY
WORK.

2. CONTRACTOR SHALL VERIFY THE EXISTENCE & LOCATION OF ALL
UTILITIES BEFORE COMMENCING WORK OR ANY TRENCHING. NOTICE OF
PROPOSED WORK SHALL BE GIVEN TO THE APPLICABLE GAS, ELECTRICAL,
TELEPHONE, SEWER, AND WATER AGENCIES.

3. REFERENCE TREE PRESERVATION PLAN AND
LANDSCAPE PLAN FROM LANDSCAPE ARCHITECT.

GENERAL SITE PLAN NOTES

PRECAST CONCRETE WHEELSTOP, TYP

PARCEL A
SITE AREA:
28,800 SF
.66 ACRE

PARCEL ‘A’

The proposed building and use as a dental office
will only receive smaller deliveries from parcel
delivery trucks.

GENERAL SITE PLAN NOTES

PRELIMINARY

PARCEL B
SITE AREA:
64,009 SF
1.47 ACRES

1. CONTRACTOR SHALL VERIFY EXACT LOCATIONS OF ALL PROPERTY
LINES, EASEMENTS, SETBACKS, & UTILITIES PRIOR TO PERFORMING ANY
WORK.

2. CONTRACTOR SHALL VERIFY THE EXISTENCE & LOCATION OF ALL
UTILITIES BEFORE COMMENCING WORK OR ANY TRENCHING. NOTICE OF
PROPOSED WORK SHALL BE GIVEN TO THE APPLICABLE GAS, ELECTRICAL,
TELEPHONE, SEWER, AND WATER AGENCIES.

3. REFERENCE TREE PRESERVATION PLAN AND
LANDSCAPE PLAN FROM LANDSCAPE ARCHITECT.

NOT FOR CONSTRUCTION

SEE SHEET AS101

ACCESSIBLE PARKING SPACE SIGN

DASHED LINE INDICATES FIRE HOSE
LENGTH TO REACH PERIMETER OF BUILDING.
NOTE: EACH LENGTH IS UNDER 200’

PARCEL ‘B’

3-PHASE, PAD MOUNTED
TRANSFOMER AND CONCRETE PAD

BARRIER FREE PARKING SPACE
PER TABLE 15 / SECTION 138-11.300

4” WIDE PAVEMENT DOUBLE STRIPING, TYP.
PER SECTION 138-11.304
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GYPSUM BOARD (REFER TO FINISH SCHEDULE)

SWITCH, 3-WAY SWITCH, DIMMABLE SWITCH—

SMOKE ALARM

WIFI ROUTER (BY OWNER)—

DATA JACK

—

—

—

—

EXHAUST FAN

—

— RECEPTACLE - FLOOR BOX

RECEPTACLE, GFI & DEDICATED AS REQ’D

—

ELECTRICAL PANEL

—

THERMOSTAT

$ DIM$ $3

S

HM STELLA LOUNGE CHAIR HM NELSON PLATFORM BENCHEAMES PLASTIC SIDE CHAIRHM SETU CHAIR

EAMES ALUMINUM GROUP

HM SAYL CHAIR

T

PREP SINK

3 BASIN SINK W/
DRAINBOARDS

HANDSINK

3-BASIN SINK

DURAVIT 034760

KOHLER  K-3894-4 VAULT

KITCHEN

KOHLER K-3174-L UNDERTONE
SMEG VSTQ72-2
740 W X 418 D X 210 HVIGO VG2920BL

ELANTI 1409

5 KILO
ROASTER

WATER HEATER
24” X 24”

AIR STAR 40

MICROWAVE
24W X 15D

COMPRESSOR

CONVECTION
OVEN

ICE MAKER
22W X 24D X 60H

UNDERCOUNTER FREEZER
48W X 30D

DISHWASHER
24W X 30D

TALL FRIDGE
55.25” X 31”

TALL FREEZER
28" X 31"

FISHER & PAYKEL E522BLXUS
FISHER & PAYKEL RF170ADUSX4
FRENCH DOOR

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

P
R

O
P

E
R

T
Y

 L
IN

E
   

   
S

0
0

°0
0

'0
0

"E
   

  3
4

0
.0

1'(
M

)

EXISTING
UTILITY POLE

EXTERIOR PLANTERS

P
R

O
P

E
R

T
Y

 L
IN

E
   

  N
0

0
°0

0
'0

0
"E

   
  2

9
9

.9
5

'(
M

)

100, 101, 102

P
R

O
P

O
S

E
D

 P
R

O
P

E
R

T
Y

 L
IN

E
   

  S
0

0
°0

0
'0

0
"E

   
  1

6
0

.0
’

101

100, 101, 102

–

MTG. HEIGHT TO BE CONFIRMED W/ OWNERMCDOUGALL ENTRANCE

102, 103

104

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

SYMBOL

A

F

H

PROPOSED PROPERTY LINE      N89°40'00"E     180.00'

J

K EXIT LIGHT

HINKLEY LIGHTING 1530 SPOTLIGHT

TECH LIGHTING BOWMAN 6 WALL LIGHT

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT
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ARCHITECTURAL SITE PLAN

SCALE: 1/2” = 1’-0”
ACCESSIBLE PARKING SIGN

1
SCALE: 3/32” = 1’-0”

2

EXISTING SINGLE-PHASE OVERHEAD
POWER LINES TO BE REMOVED IN
COORDINATION WITH DTE AND OWNER
OF 1921 S. LIVERNOIS STREET

KEY NOTES

“VAN ACCESSIBLE” SIGN
M.M.U.T.C.D. R7-8P

BURNISHED BLOCK SURROUND WITH
METAL FRAME & FIBER CEMENT SLAT
DOORS

PROPOSED ON-SITE FIRE HYDRANT LOCATION

SINGLE PHASE, PAD MOUNTED
TRANSFOMER AND CONCRETE PAD
TO FEED 1921 S. LIVERNOIS

EXPOSED AGGREGATE
CONCRETE WALKWAYS

DASHED LINE INDICATES 40’ X 26’
CLEAR SPACE AREA AT HYDRANT, TYP.

WHITE LETTERING ON
BLUE BACKGROUND

GENERAL SITE PLAN NOTES

METAL ACCESSIBLE PARKING
SIGN PER M.M.U.T.C.D. R7-8

PRECAST CONCRETE WHEELSTOP, TYP

4” WIDE PAVEMENT DOUBLE STRIPING, TYP.
PER SECTION 138-11.304

N

“VAN ACCESSIBLE” SIGN
M.M.U.T.C.D. R7-8P

ASPHALT PARKING SURFACE

PRELIMINARY

DELIVERY/LOADING ZONE NOTE:

EXTERIOR LANDSCAPE
BUSINESS SIGN

NOTE: ALL SIGNS MUST MEET CHAPTER 134
OF THE CITY CODE OF ORDINANCES AND BE
APPROVED UNDER A SEPARATE PERMIT ISSUED
BY THE BUILDING DEPARTMENT

PARCEL A
SITE AREA:
28,800 SF
.66 ACRE

10” Ø X 42” DEEP
CONCRETE FOOTING

BARRIER FREE PARKING SPACE
PER TABLE 15 / SECTION 138-11.300

PARCEL B
SITE AREA:
64,009 SF
1.47 ACRES

ADA ACCESSIBLE
CURB CUT ON ACCESSIBLE ROUTE
FROM PARKING LOT TO BUILDING

ACCESSIBLE PARKING SPACE SIGN

1. CONTRACTOR SHALL VERIFY EXACT LOCATIONS OF ALL PROPERTY
LINES, EASEMENTS, SETBACKS, & UTILITIES PRIOR TO PERFORMING ANY
WORK.

2. CONTRACTOR SHALL VERIFY THE EXISTENCE & LOCATION OF ALL
UTILITIES BEFORE COMMENCING WORK OR ANY TRENCHING. NOTICE OF
PROPOSED WORK SHALL BE GIVEN TO THE APPLICABLE GAS, ELECTRICAL,
TELEPHONE, SEWER, AND WATER AGENCIES.

3. REFERENCE TREE PRESERVATION PLAN AND
LANDSCAPE PLAN FROM LANDSCAPE ARCHITECT.

NOT FOR CONSTRUCTIONPROPOSED EXPOSED AGGREGATE
WALKWAY

PROPOSED LOCATION OF
BICYCLE PARKING RACKS

THE PROPOSED BUILDING AND USE AS A
DENTAL OFFICE WILL ONLY RECEIVE SMALLER
DELIVERIES FROM PARCEL DELIVERY TRUCKS

13’-6” LIGHT POLE AND ARM MOUNTED
LUMINAIRE, ON 24” Ø REINFORCED
CONCRETE BASE, 15’ HIGH MAX.

3-PHASE, PAD MOUNTED
TRANSFOMER AND CONCRETE PAD

DASHED LINE INDICATES FIRE HOSE
LENGTH TO REACH PERIMETER OF BUILDING.
NOTE: EACH LENGTH IS UNDER 200’

EXTERIOR CONDENSER

WHITE LETTERING AND
ACCESSIBLE SYMBOL ON
BLUE BACKGROUND
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EAMES ALUMINUM GROUP

EAMES PLASTIC SIDE CHAIRHM SETU CHAIR HM STELLA LOUNGE CHAIR HM NELSON PLATFORM BENCHHM SAYL CHAIR

+72

+48”
GFCI

+48”
GFCI

$+48”
GFCI

+48”
GFCI

+48”
GFCI

T

+48”
GFCI

KOHLER K-3174-L UNDERTONE

3-BASIN SINK

HANDSINK

VIGO VG2920BL

ELANTI 1409

3 BASIN SINK W/
DRAINBOARDS

SMEG VSTQ72-2
740 W X 418 D X 210 H KOHLER  K-3894-4 VAULT

PREP SINK

KITCHEN

DURAVIT 034760

TALL FRIDGE
55.25” X 31”

DISHWASHER
24W X 30D

WATER HEATER
24” X 24”

5 KILO
ROASTER

UNDERCOUNTER FREEZER
48W X 30D

FISHER & PAYKEL E522BLXUS
FISHER & PAYKEL RF170ADUSX4
FRENCH DOOR

TALL FREEZER
28" X 31" CONVECTION

OVEN

ICE MAKER
22W X 24D X 60H

MICROWAVE
24W X 15D

DESCRIPTION

104

C

TYPE

B

101

101

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

–

100, 101, 102

HINKLEY LIGHTING 1530 SPOTLIGHT EXTERIOR PLANTERS

EXIT LIGHT

PHILIPS LYTE PROFILE LED PLi-1429DU

MCDOUGALL ENTRANCE

A19 LED BULB 40W

F

H

101, 101A, 101B

100

A –

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

SYMBOL LOCATION

100, 101, 102

LOCATION

102, 103

REFLECTED CEILING PLAN LEGEND

101J

SPECULAR REFLECTOR

–

K

G METALUX SNF SERIES STRIP LIGHT

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT

TECH LIGHTING BOWMAN 6 WALL LIGHT

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

–

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

MTG. HEIGHT TO BE CONFIRMED W/ OWNER

D

E

SWITCH, 3-WAY SWITCH, DIMMABLE SWITCH

ELECTRICAL PANEL

RECEPTACLE, GFI & DEDICATED AS REQ’D

—

L

—

—

SMOKE ALARM

— EXHAUST FAN

—

—

—

RECEPTACLE - FLOOR BOX

THERMOSTAT

C

DATA JACK

—

—

WIFI ROUTER (BY OWNER)

GYPSUM BOARD (REFER TO FINISH SCHEDULE)—

C
O

O
R

D
 W

/ 
M
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H
R

E
Q

. &
 A

L
IG

H
T

 W
/

M
A

S
O

N
R

Y
 C

O
U

R
S

IN
G

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

URINAL

FIN.FLR.LINE

DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

FLOOR PLAN
SCALE: 1/4” = 1’-0”

1

N N

36” WIDE EGRESS DOOR

PRELIMINARY EGRESS
TRAVEL SUMMARY

MILLWORK

PRELIMINARY EGRESS TRAVEL SUMMARY

PRELIMINARY
NOT FOR CONSTRUCTION

KEY NOTES

TRAVEL DISTANCE FROM REMOTE POINT ‘A’:
TO EXIT DOOR ‘C’: 128’
TO EXIT DOOR ‘D’: 134’

LENGTH OF COMMON PATH OF EGRESS TRAVEL:
POINT ‘A’ TO POINT ‘B’ = 74’

REQUIRED # OF EXITS: 1
# OF EXITS PROVIDED: 2

GRAPHIC KEY

GENERAL FLOOR PLAN NOTES

TRAVEL DISTANCE FROM REMOTE POINT ‘A’:
TO EXIT DOOR ‘C’: 97’-6”

MAXIMUM COMMON PATH OF EGRESS TRAVEL: 100’

REQUIRED # OF EXITS: 1
# OF EXITS PROVIDED: 1

WALL MOUNTED KNOX BOX INSTALLED
IN A LOCATION APPROVED BY THE
FIRE CODE OFFICIAL.

1. PROVIDE MICHIGAN BARRIER FREE LEVER TYPE DOOR HARDWARE
WITH WALL MOUNTED DOOR STOPS (UNLESS NOTED OTHERWISE).

2. NOTED DIMENSIONS ARE FROM FINISH WALL SURFACE
UNLESS OTHERWISE NOTED. WALL AND CEILING SURFACES
DRAWN AS ALIGNED ARE TO BE ALIGNED WHEN FINISH
FACES ARE APPLIED.

3. CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS AND NOTIFY
ARCHITECT OF ANY DISCREPANCIES PRIOR TO ANY WORK.

4. PROVIDE APPROPRIATELY RATED BLOCKING AT ALL MOUNTING
LOCATIONS FOR MILLWORK, FURNITURE, & ACCESSORIES BEHIND
WALL AS REQUIRED.

5. CONTRACTOR TO SUBMIT MILLWORK SHOP DRAWINGS TO M1/DTW
FOR REVIEW/APPROVAL.

6. REFER TO INTERIOR ELEVATIONS FOR WALL CONSTRUCTION
HEIGHTS
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REFLECTED CEILING PLAN LEGEND

TYPE DESCRIPTION

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

LOCATION

100

104

100, 101, 102

101

101

101

101, 101A, 101B

EXTERIOR PLANTERS

LOCATION

100, 101, 102

–

–

SPECULAR REFLECTOR

A19 LED BULB 40W

–

–

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

MCDOUGALL ENTRANCE MTG. HEIGHT TO BE CONFIRMED W/ OWNER

102, 103

SYMBOL

A

F

TECH LIGHTING BOWMAN 6 WALL LIGHT

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

PHILIPS LYTE PROFILE LED PLi-1429DU

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

METALUX SNF SERIES STRIP LIGHT

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

HINKLEY LIGHTING 1530 SPOTLIGHT

EXIT LIGHTK
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DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

INTERIOR VESTIBULE

INTERIOR VESTIBULE
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INTERIOR VESTIBULE

INTERIOR VESTIBULE

38 SF23 SF 37 SF

4 SF

4 SF

22 SF

9 SF

9 SF

4 SF

9 SF

4 SF

4 SF

4 SF

4 SF

9 SF

9 SF

9 SF

4 SF
11 SF

$ DIM$3$

S

CL

WATER

WATER

1959

F

LOCATION

101

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT 104

TYPE

101, 101A, 101B

J

H

100, 101, 102

MTG. HEIGHT TO BE CONFIRMED W/ OWNER

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

MCDOUGALL ENTRANCE

K

B

C

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

102, 103

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

SYMBOL

101

TECH LIGHTING BOWMAN 6 WALL LIGHT

DESCRIPTION

E

REFLECTED CEILING PLAN LEGEND

D

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

METALUX SNF SERIES STRIP LIGHT

PHILIPS LYTE PROFILE LED PLi-1429DU

100, 101, 102

–

SPECULAR REFLECTOR

A19 LED BULB 40W

–

EXTERIOR PLANTERS

–

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

LOCATION

–

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

HINKLEY LIGHTING 1530 SPOTLIGHT

EXIT LIGHT

G

A

101

100

C
O

O
R

D
 W

/ 
M

E
C

H
R

E
Q

. &
 A

L
IG

H
T

 W
/

M
A

S
O

N
R

Y
 C

O
U

R
S

IN
G

URINAL

FIN.FLR.LINE

DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

INTERIOR VESTIBULE

INTERIOR VESTIBULE

38 SF23 SF 37 SF

4 SF

4 SF

22 SF

9 SF

9 SF

4 SF

9 SF

4 SF

4 SF

4 SF

4 SF

9 SF

9 SF

9 SF

4 SF
11 SF

$ DIM$3$

S

CL

WATER

WATER

1959

F

LOCATION

101

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT 104

TYPE

101, 101A, 101B

J

H

100, 101, 102

MTG. HEIGHT TO BE CONFIRMED W/ OWNER

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

MCDOUGALL ENTRANCE

K

B

C

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

102, 103

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

SYMBOL

101

TECH LIGHTING BOWMAN 6 WALL LIGHT

DESCRIPTION

E

REFLECTED CEILING PLAN LEGEND

D

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

METALUX SNF SERIES STRIP LIGHT

PHILIPS LYTE PROFILE LED PLi-1429DU

100, 101, 102

–

SPECULAR REFLECTOR

A19 LED BULB 40W

–

EXTERIOR PLANTERS

–

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

LOCATION

–

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

HINKLEY LIGHTING 1530 SPOTLIGHT

EXIT LIGHT

G

A

101

100

C
O

O
R

D
 W

/ 
M

E
C

H
R

E
Q

. &
 A

L
IG

H
T

 W
/

M
A

S
O

N
R

Y
 C

O
U

R
S

IN
G

URINAL

FIN.FLR.LINE

DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

INTERIOR VESTIBULE

INTERIOR VESTIBULE

38 SF23 SF 37 SF

4 SF

4 SF

22 SF

9 SF

9 SF

4 SF

9 SF

4 SF

4 SF

4 SF

4 SF

9 SF

9 SF

9 SF

4 SF
11 SF

$ DIM$3$

S

CL

WATER

WATER

1959

F

LOCATION

101

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT 104

TYPE

101, 101A, 101B

J

H

100, 101, 102

MTG. HEIGHT TO BE CONFIRMED W/ OWNER

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

MCDOUGALL ENTRANCE

K

B

C

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

102, 103

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

SYMBOL

101

TECH LIGHTING BOWMAN 6 WALL LIGHT

DESCRIPTION

E

REFLECTED CEILING PLAN LEGEND

D

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

METALUX SNF SERIES STRIP LIGHT

PHILIPS LYTE PROFILE LED PLi-1429DU

100, 101, 102

–

SPECULAR REFLECTOR

A19 LED BULB 40W

–

EXTERIOR PLANTERS

–

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

LOCATION

–

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

HINKLEY LIGHTING 1530 SPOTLIGHT

EXIT LIGHT

G

A

101

100

C
O

O
R

D
 W

/ 
M

E
C

H
R

E
Q

. &
 A

L
IG

H
T

 W
/

M
A

S
O

N
R

Y
 C

O
U

R
S

IN
G

URINAL

FIN.FLR.LINE

DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

INTERIOR VESTIBULE

INTERIOR VESTIBULE

38 SF23 SF 37 SF

4 SF

4 SF

22 SF

9 SF

9 SF

4 SF

9 SF

4 SF

4 SF

4 SF

4 SF

9 SF

9 SF

9 SF

4 SF
11 SF

$ DIM$3$

S

CL

WATER

WATER

1959

F

LOCATION

101

ARTEMIDE TETI WALL SCONCE & CEILING LIGHT 104

TYPE

101, 101A, 101B

J

H

100, 101, 102

MTG. HEIGHT TO BE CONFIRMED W/ OWNER

MODULAR LIGHTING INSTRUMENTS LOTIS TUBED

MCDOUGALL ENTRANCE

K

B

C

PICTURE LIGHT. PROVIDE $250/FIXTURE ALLOWANCE

102, 103

PAR30 LED BULB / MOUNT ON UNDERSIDE OF DECKING

SYMBOL

101

TECH LIGHTING BOWMAN 6 WALL LIGHT

DESCRIPTION

E

REFLECTED CEILING PLAN LEGEND

D

CONTECH LT TRACK & CTL-9020 TRACK FIXTURE

METALUX SNF SERIES STRIP LIGHT

PHILIPS LYTE PROFILE LED PLi-1429DU

100, 101, 102

–

SPECULAR REFLECTOR

A19 LED BULB 40W

–

EXTERIOR PLANTERS

–

PAR20 LED BULB / SUSPEND FIXTURE TO 10’ AFF

LOCATION

–

CONTECH LT TRACK & CTL-600 TRACK FIXTURE

HINKLEY LIGHTING 1530 SPOTLIGHT

EXIT LIGHT

G

A

101

100

C
O

O
R

D
 W

/ 
M

E
C

H
R

E
Q

. &
 A

L
IG

H
T

 W
/

M
A

S
O

N
R

Y
 C

O
U

R
S

IN
G

URINAL

FIN.FLR.LINE

DASHED LINES

CLEARANCES.
DENOTE REQUIRED

LAVATORY/SINK
WALL MOUNTED

ACCESS PANEL
UNDER LAVATORY

24" X 24"
HINGED PANEL

U.N.O.

FIN.FLR.LINE

WALL  MOUNTED
SOAP DISPENSER

FIN.FLR.LINE

SAN. NAPKIN DISPOSAL
AT GRAB BAR

FIN.FLR.LINE

WATER CLOSET

FIN.FLR.LINE

Flush valve

side of stall
shall face wide

(if wall hung used)

(BELOW GRAB BAR)
AT SIDE WALL

TOILET TISSUE DISPENSER

FIN.FLR.LINE

TRANSFER
SIDE

AT REAR WALL
W.C. & GRAB BAR

FIN.FLR.LINE

AND WASTE RECPT.
PAPER TOWEL DISPENSER

FIN.FLR.LINE

AT SIDE WALL
SAN. NAPKIN DISPOSAL

FIN.FLR.LINE

TOILET ROOM ACCESSORIES

MOUNTING SCHEDULE

FIN.FLR.LINE

GRAB BAR
AT SIDE WALL

FIN.FLR.LINE

U.N.O.
16" X 16"
HINGED PANEL

TOILET STALL
ACCESS PANEL

FIN.FLR.LINE

DRINKING FOUNTAIN
SPOUT HEIGHTS

NOTE:

COORDINATE MOUNTING HEIGHTS ABOVE WITH THE APPROPRIATE MECHANICAL AND/OR ELECTRICAL DRAWINGS AS REQUIRED.
CONTACT ARCHITECT IF DISCREPANCIES OCCUR.
MOUNTING HEIGHT FROM FINISHED FLOOR TO HIGHEST OPERABLE CONTROL

INTERIOR VESTIBULE

INTERIOR VESTIBULE

38 SF23 SF 37 SF

4 SF

4 SF

22 SF

9 SF

9 SF

4 SF

9 SF

4 SF

4 SF

4 SF

4 SF

9 SF

9 SF

9 SF

4 SF
11 SF

01

01

ACID ETCHED
GLASS

ACID ETCHED
GLASS

CONCRETE FOUNDATION WALL

CONCRETE SLAB EXTENSION

ALUMINUM FLASHING

PERFORATED FIBER CEMENT RAINSCREEN
FACADE PANELS SET AT 5º ANGLE
OVER GLASS WINDOW

FIBER CEMENT RAINSCREEN
FACADE PANELS ON 3/4” FURRING

INSULATED GLASS UNIT
WINDOW AND ALUMINUM FRAME
WITH FIBER CEMENT JAMB EXTENSION

FIBER CEMENT RAINSCREEN
FACADE PANELS ON 3/4” FURRING

CONCRETE FOUNDATION WALL

ALUMINUM FLASHING

FIBER CEMENT RAINSCREEN
FACADE PANELS ON 3/4” FURRING

ALUMINUM FLASHING

LEADED
GLASS

ALUMINUM FLASHING

FIBER CEMENT RAINSCREEN
FACADE PANELS ON 3/4” FURRING

7 5/8"7 5/8"

13'-4 3/4"

7 5/8"

3
'-

6
"

3'-0" 7 5/8"8'-6"

6
'-

0
"

6
'-

0
"

5
'-

7
 5

/8
"

7 5/8"

8'-6"

3
'-

6
"

7 5/8"

13'-4 3/4"

3'-0"

5
'-

7
 5

/8
"

5
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SCALE: NTS
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AXON @ WEST ELEVATION

SCALE: 1/4” = 1’-0”

SCALE: 3/16” = 1’-0”SEE SHEET A301 FOR ADDITIONAL
EXTERIOR DRAWINGS

EAST ELEVATION
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EAST ELEVATION

SCALE: 1/4” = 1’-0”

4

WEST ELEVATION

SCALE: 1/4” = 1’-0”
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SCALE: 3/16” = 1’-0”
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2

NORTH ELEVATION
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SCALE: 3/16” = 1’-0”

SOUTH ELEVATION

3
3

PRELIMINARY
NOT FOR CONSTRUCTION

T.O. FIBER CEMENT PANEL

INSULATED GLASS UNIT
WINDOW AND ALUMINUM FRAME

T.O. FRAME

ANODIZED ALUMINUM SHEET
COPING PROFILE

11’-0”

T.O. FRAME

TOP OF FINISH FLOOR

SOLDIER COURSE NORMAN BRICK
WITH MINERAL PAINT FINISH

RUNNING BOND NORMAN BRICK
WITH MINERAL PAINT FINISH

TOP OF FIBER CEMENT PANEL

9’-0”

ANODIZED ALUMINUM SHEET
COPING PROFILE

INSULATED GLASS UNIT
WINDOW AND ALUMINUM FRAME
WITH FIBER CEMENT JAMB EXTENSION

T.O. FINISH FLOOR

11’-0”

9’-0”

STEEL FRAMED DOORS WITH
WOOD SLATS TO MATCH ARCHITECTURAL
CHARACTER OF PRIMARY STRUCTURE

3’-10”

FIBER CEMENT RAINSCREEN
FACADE PANELS SET AT 5º ANGLE

2’-0”

BOTTOM OF FIBER CEMENT PANEL

15’-0”

BOTTOM OF FIBER CEMENT PANEL

0’-0”

T.O. WINDOW FRAME EXTENSION

TRASH RECEPTACLE

6” Ø CONCRETE FILLED POSTS
W/ 18” Ø X 42” DEEP POST FOOTING, TYP.

ANODIZED ALUMINUM SHEET
COPING PROFILE

11’-0”

SOLDIER COURSE NORMAN BRICK
WITH MINERAL PAINT FINISH

FIBER CEMENT RAINSCREEN
FACADE PANELS SET AT 5º ANGLE

CAST-IN-PLACE CONCRETE
TRENCH FOOTINGS

0'-0"

8” BURNISHED BLOCK
CMU WALLS

FINISH FLOOR

8’-2”

PERFORATED SS DRAIN
DOWNSPOUT COVER FOR
EMERGENCY OVERFLOW

INSULATED GLASS UNIT
WINDOW AND BLACK
ANODIZED ALUMINUM FRAME, TYP.

INSULATED GLASS UNIT
WINDOW AND ALUMINUM FRAME

RUNNING BOND NORMAN BRICK
WITH MINERAL PAINT FINISH

0'-0"

SOLDIER COURSE NORMAN BRICK
WITH MINERAL PAINT FINISH

0'-0"

RUNNING BOND NORMAN BRICK
WITH MINERAL PAINT FINISH

2’-0”

PIN MOUNTED METAL
LETTER BUSINESS SIGN

15’-0”

PERFORATED SS DRAIN
DOWNSPOUT COVER FOR
EMERGENCY OVERFLOW

8” HEAVY DUTY CONCRETE PAD
EXTEND 10’ IN FRONT
OF DUMPSTER ENCLOSURE

9’-0”

STOREFRONT ENTRY DOOR
AND SIDELIGHT
WITH BLACK ANODIZED FRAME

TOP OF DOOR

0'-0"

B.O. FIBER CEMENT PANEL

13’-6”

2’-0”

15’-0”

T.O. PARAPET

8’-2”

T.O. FIBER CEMENT PANEL

FINISH FLOOR

T.O. FINISH FLOOR

13’-6”

FIBER CEMENT PANEL SEAM

FIBER CEMENT PANEL SEAM

T.O. WALL

FIBER CEMENT
PANEL SEAM

0'-0"

B.O. FIBER
CEMENT PANEL

BRICK MASONRY WALL WITH
MINERAL PAINT FINISH

STEEL FRAMED DOORS WITH
WOOD SLATS TO MATCH ARCHITECTURAL
CHARACTER OF PRIMARY STRUCTURE

T.O. FIBER
CEMENT PANEL

CAST-IN-PLACE CONCRETE
TRENCH FOOTINGS

0'-0"

15’-0”

T.O. 8” CONCRETE PAD
0'-0"

FINISH FLOOR

5’-10” +/-

T.O. PARAPET

8’-2”

STEEL FRAMED DOORS WITH
WOOD SLATS TO MATCH ARCHITECTURAL
CHARACTER OF PRIMARY STRUCTURE

T.O. PARAPET

B.O. SOFFIT

T.O. FRAME11’-0”

2’-0”

13’-6”

10’-0”

0'-0"

T.O. PARAPET

13’-6”

INSULATED GLASS UNIT
WINDOW AND BLACK
ANODIZED ALUMINUM FRAME

TRASH RECEPTACLE

CEDAR RAINSCREEN CLADDING

INSULATED GLASS UNIT
WINDOW AND BLACK
ANODIZED ALUMINUM FRAME

SS SCUPPER EXTENSION
ROOF DRAINAGE

6” Ø CONCRETE FILLED POSTS
W/ 18” Ø X 42” DEEP POST FOOTING, TYP.

ANODIZED ALUMINUM SHEET
COPING PROFILE

T.O. FINISH FLOOR

RUNNING BOND NORMAN BRICK
WITH MINERAL PAINT FINISH

CAST-IN-PLACE CONCRETE
TRENCH FOOTINGS

INSULATED GLASS UNIT
WINDOW AND BLACK
ANODIZED ALUMINUM FRAME, TYP.

B.O. FIBER CEMENT PANEL

PIN MOUNTED METAL
NUMERAL ADDRESS SIGN

8” BURNISHED BLOCK
CMU WALLS

FIBER CEMENT RAINSCREEN
FACADE PANELS SET AT 5º ANGLE

B.O. WINDOW FRAME

8” HEAVY DUTY CONCRETE PAD
EXTEND 10’ IN FRONT
OF DUMPSTER ENCLOSURE

T.O. WINDOW FRAME EXTENSION

FIBER CEMENT RAINSCREEN
FACADE PANELS SET AT 5º ANGLE

FINISH FLOOR

SOLDIER COURSE NORMAN BRICK
WITH MINERAL PAINT FINISH
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 oakridge
         dental
center

tel: 248.652.1100

PRIVATE DR. OBEID, DDSDR. OBEID, DDS STAFF

DELIVERIES
ONLY


