


Mounting Height Note
MOUNTING HEIGHT IS MEASURED FROM GRADE TO
FACE OF FIXTURE. POLE HEIGHT SHOULD BE
CALCULATED AS THE MOUNTING HEIGHT LESS BASE
HEIGHT.

Drawing Note
THIS DRAWING WAS GENERATED FROM AN ELECTRONIC
IMAGE FOR ESTIMATION PURPOSE ONLY. LAYOUT TO BE
VERIFIED IN FIELD BY OTHERS.
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min Avg/Max

PARKING 2.7 fc 9.7 fc 0.3 fc 32.3:1 9.0:1 0.3:1
PL 0.1 fc 0.2 fc 0.0 fc N/A N/A 0.5:1
SITE 0.6 fc 9.7 fc 0.0 fc N/A N/A 0.1:1

General Note
1.  SEE SCHEDULE FOR LUMINAIRE MOUNTING HEIGHT.
2.  CALCULATIONS ARE SHOWN IN FOOTCANDLES AT: 0' - 0"

THE ENGINEER AND/OR ARCHITECT MUST DETERMINE APPLICABILITY OF THE LAYOUT TO EXISTING / FUTURE
FIELD CONDITIONS.  THIS LIGHTING LAYOUT REPRESENTS ILLUMINATION LEVELS CALCULATED FROM
LABORATORY DATA TAKEN UNDER CONTROLLED CONDITIONS IN ACCORDANCE WITH ILLUMINATING
ENGINEERING SOCIETY APPROVED METHODS.  ACTUAL PERFORMANCE OF ANY MANUFACTURER'S LUMINAIRE
MAY VARY DUE TO VARIATION IN ELECTRICAL VOLTAGE, TOLERANCE IN LAMPS, AND OTHER VARIABLE FIELD
CONDITIONS.  MOUNTING HEIGHTS INDICATED ARE FROM GRADE AND/OR FLOOR UP.

THESE LIGHTING CALCULATIONS ARE NOT A SUBSTITUTE FOR INDEPENDENT ENGINEERING ANALYSIS OF
LIGHTING SYSTEM SUITABILITY AND SAFETY.  THE ENGINEER AND/OR ARCHITECT IS RESPONSIBLE TO REVIEW
FOR MICHIGAN ENERGY CODE AND LIGHTING QUALITY COMPLIANCE.

UNLESS EXEMPT, PROJECT MUST COMPLY WITH LIGHTING CONTROLS REQUIRMENTS DEFINED IN ASHRAE 90.1
2013. FOR SPECIFIC INFORMATION CONTACT GBA CONTROLS GROUP AT ASG@GASSERBUSH.COM OR 734-266-
6705.

Ordering Note
FOR INQUIRIES CONTACT GASSER BUSH AT
QUOTES@GASSERBUSH.COM OR 734-266-
6705.

Symbol Label QTY Catalog Number Description Lamp Number
Lamps

Lumens
per Lamp LLF Wattage Mounting

Height

3 KAXW LED P1 40K R4
MVOLT

KAXW LED, PERFORMANCE
PACKAGE 1, 4000K, TYPE 4,
120-277V

LED 1 3643 0.9 29 15'

4 CNY LED P2 40K MVOLT CNY LED Canopy P2=6,600lm LED 168 6601 0.9 51.86 14'
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UTILITY

UTILITY

MAIL BOXES

TOTAL NET BUSINESS SPACE AREA = 7050 SF

TOTAL GROSS FIRST FLOOR AREA = 8387 GSF

ELEVATOR

 ADDITIONAL CODE ANALYSIS TO BE ADDRESSED IN CONSTRUCTION DRAWINGS:

TYPE OF CONSTRUCTION  :   V-B (ALL FLOORS SHALL BE EQUIPPED THROUGHOUT WITH AN NFPA 13 AUTOMATIC
SPRINKLER SYSTEM INSTALLED IN ACCORDANCE WITH SECTION 903.1.1, MBC 2015)

ALLOWED (MBC-2015) PROPOSED

FIRST FLOOR AREA 27,000 S.F. (MAXIMUM) GROSS FLOOR AREA = 8387 G.S.F.
B (BUSINESS USE GROUP) NET BUSINESS SPACE AREA = 7050 S.F.

SECOND FLOOR AREA 21,000 S.F. (MAXIMUM) GROSS FLOOR AREA = 12646 G.S.F.
R-2 (RESIDENTIAL)
6 UNITS: 5 (2 BEDROOM)

     1 (3 BEDROOM)

THIRD FLOOR AREA 21,000 S.F. (MAXIMUM) GROSS FLOOR AREA = 8775 G.S.F.
R-2 (RESIDENTIAL)
4 UNITS: 4 (3 BEDROOM)

BUILDING HEIGHT 3 STORIES (MAXIMUM) 3 STORIES
60 FEET (MAXIMUM) 45 FEET

TOTAL GROSS FLOOR AREA = 29,808 G.S.F.

 BUILDING DATA
USE GROUP : MIXED USE, NON-SEPARATED

REFERENCE MICHIGAN BUILDING CODE - 2015 (MBC-2015)

1. ACCESSIBLE RESIDENTIAL UNITS SHALL BE PROVIDED PER SECTION 1107, MBC-2015, AND
SHALL COMPLY WITH A117.1.2009, SECTION 1004 FOR TYPE B UNITS.

2. BALCONY PROJECTIONS SHALL COMPLY WITH SECTION 705.2, 3202.3.3, MBC-2015.

FIRST FLOOR PLAN

A-01

FIRST FLOOR PLAN
1/8" = 1'-0"

N

6340 PEACOCK DRIVE

E: turkarchitects@gmail.com

TROY, MI  48085
T: 248-291-5168 (O)

Architects Planners Engineers

18007

ZEENAT PLAZA

ROCHESTER HILLS, MI  48307
LOT # 1545 - 1548 AUBURN ROAD

DATEISSUED FOR

Turk Architects

248-521-0961 (C)

05/25/2020OWNER REVIEW
06/08/2020CONCEPT MEETING
08/06/2020SITE PLAN APPLICATION
10/12/2020SITE PLAN COMMENTS

CITY FILE #20-022, SECTION 36

CITY FILE: 20-022     SEC.  36

11/03/2020SITE PLAN COMMENTS -2
01/05/2021PLANNING COMMISSION

01/05/2021
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BUILDING ELEVATIONS

A-05c

REAR (PARKING LOT SIDE) ELEVATION
1/8" = 1'-0"

SIDE (GERALD AVENUE) ELEVATION
1/8" = 1'-0"

AUBURN & GERALD CORNER ELEVATION 
1/8" = 1'-0"

FRONT (AUBURN ROAD) ELEVATION
1/8" = 1'-0"
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